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( Manually typed words are colored purplein thls demo. Everythl ng else came from the program |tself )
Mr. Arlos Moore

Global Enterprises

123 Hopson Rd.

Attn: Facilities Management

Research Triangle Park NC 27609

Dear Arlos

Thank you for the opportunity to perform an inspection on your HVAC system. Theinspection is now complete, and we
would like to take a moment to let you know our findings, and to make sure we have answered any questions you might
have.

As per your request, we have included all graphics and reportsin both IP and Sl units, side by side, for the convenience of
your international operations.

Since, in fact, you are a hypothetical customer and do not really exist, and the purpose of this sample report is to show
everything HVACSuite can do, we have taken the liberty of including many more reports and graphics than you would
normally want to seein any one report.

On the following pages, you will see our detailed report. We summarizeit here asfollows:

Our technician noted that the filtersin the unit are dirty, and in need of changing.

We would like to recommend the following :
[ recommendations here]

Filter change
Clean condensor coil ( pressure wash )

If you have any questions, comments, or suggestions on how we can serve you better in the future, please call us!

We appreciate your business! Thank you !

Sincerely,



The following reports and graphics show the air-side performance of your system, as measured :
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